
8/12/2005 DL130 PLC: Compressed Gas Bottle Monitor 130-gas130
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Did bottle 1 go bad?

Bot1 OK
X1

Bot1 Alarm

PD
C1
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Did bottle 2 go bad?

Bot2 OK
X2

Bot2 Alarm
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Did bottle 3 go bad?

Bot3 OK
X3

Bot3 Alarm

PD
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Is there a new alarm?

Bot1 Alarm
C1

Alarm ON
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C0
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Did user acknowledge?

Acknowledge
X0

Alarm OFF
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Turn on the alarm

Alarm ON
C0

Alarm Light

SET
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Turn off the alarm

Alarm OFF
C4

Alarm Light

RST
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8 END

9 NOP
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